Design and implementation of Grid-Connected PV system based Multilevel Inverter with distributed MPPT for Fuzzy logic Controller

D.V.Sasidhar
M-tech Student Scholar
Department of Electrical & Electronics Engineering, BVC institute of science & technology, Amalapuram; East Godavari (Dt); A.P, India.

Abstract - This paper introduces a particular fell H-span multilevel photovoltaic (PV) inverter for three phase grid-connected applications. The measured fell multilevel topology enhances the proficiency and adaptability of PV systems. To acknowledge better use of PV modules and maximize the solar energy extraction, a dispersed most extreme power point following control plan is connected to both single-and three-phase multilevel inverters, which permits independent control of each dc-link voltage. For three-phase grid-connected applications, PV mismatches may introduce unbalanced supplied power, driving to unequal matrix current. A test three-phase multi level fell H-span inverter has been fabricated using nine H-span modules. Fuzzy Logic based Intelligent Controller has been implemented for voltage regulation at Point of Common Coupling of Grid connected PV Power System. To realize better utilization of PV modules and maximize the solar energy extraction, a distributed maximum power point tracking control scheme is applied to both single- and three-phase multilevel inverters, which allows independent control of each dc-link voltage. The proposed grid connected Power System has been designed and analyzed in MATLAB Simulink environment.

Index Terms — cascaded multilevel inverter, distributed maximum power point (MPPT), modular, modulation Compensation.

I. INTRODUCTION

In recent years, the efforts to spread the use of renewable energy resources instead of pollutant fossil fuels and other forms have increased. Photovoltaic systems offer the possibility of converting sunlight into electricity. The transformation of electricity through photovoltaic provides case of installation, maintenance and become more affordable.

Due to the shortage fossil powers and ecological issues brought on by traditional power generation, renewable energy, especially solar energy, has turned out to be exceptionally prominent. Solar electric-energy request has become reliably by 20%–25% for each annum in the course of recent years, and the development is for the...
trading of energy and power is becoming increasingly important. The modular cascaded H-bridge multilevel inverter, [9] which requires an isolated dc source for every H-bridge, is one dc/ac cascaded inverter topology. The different dc links in the multilevel inverter make autonomous voltage control conceivable [10]. As an outcome, individual MPPT control in each PV module can be accomplished, and the energy reaped from PV panels can be maximized. In the interim, the particularity and ease of multilevel converters would position them as a prime hopeful for the up and coming generation of efficient, robust, and reliable grid connected solar power electronics [11]. A measured cascaded H-bridge multilevel inverter topology for single- or three-phase grid connected PV systems is exhibited in this paper. The panel losses issues are tended to demonstrate the need of individual MPPT control, and a control plan with circulated MPPT [12] control is then proposed. The distributed MPPT control plan can be connected to both single and three phase systems. What's more, for the introduced three-phase grid connected PV system, if each PV module is worked at its own particular MPP, PV losses may acquaint unequal power supplied with the three-phase multilevel inverter, prompting introduce unbalanced grid current [13]. To adjust the three-phase grid current, modulation compensation is additionally added to the control system.

II. SYSTEM DESCRIPTION

Modular cascaded H-bridge multilevel inverters for single and three-phase grid-connected PV systems are shown in Fig.1. Each phase consists of $n$ H-bridge converters connected in series, and the dc link of each H-bridge can be fed by a PV panel or a short string of PV panels. The cascaded multilevel inverter is connected to the grid through $L$ filters, which are used to reduce the switching harmonics in the current. By different combinations of the four switches in each H-bridge module, three output voltage levels can be generated: $-v_{dc}$, 0, or $+v_{dc}$. A cascaded multilevel inverter with $n$ input sources will provide $2n + 1$ levels to synthesize the ac output waveform. This $(2n + 1)$-level voltage waveform enables the reduction of harmonics in the synthesized current, reducing the size of the needed output filters. Multilevel inverters also have other advantages such as reduced voltage stresses on the semiconductor switches and having higher efficiency when compared to other converter topologies.

III. PANEL MISMATCHES

PV mismatch is an important issue in the PV system. Due to the unequal received irradiance, different temperatures, and aging of the PV panels, the MPP of each PV module may be different. If each PV module is not controlled independently, the efficiency of the overall PV system will be decreased.

To show the necessity of individual MPPT control, a five-level two-H-bridge single-phase inverter is simulated in MATLAB/SIMULINK. Each H-bridge has its own 185-W PV panel connected as an isolated dc source. The PV panel is modeled according to the specification of the commercial PV panel from Astronergy CHSM-5612M.

Consider an operating condition that each panel has a different irradiation from the sun; panel 1 has irradiance $S = 1000$ W/m², and panel 2 has $S = 600$ W/m². If only panel 1 is tracked and its MPPT controller determines the average voltage of the two panels, the power extracted from panel 1 would be 133 W, and the power from panel 2 would be 70 W, as can be seen. Without individual MPPT control, the total power harvested from the PV system is 203 W.

However, the MPPs of the PV panels under the different irradiance. The maximum output power values will be 185 and 108.5 W when the $S$ values are 1000 and 600 W/m², respectively, which means that the total power harvested from the PV system would be 293.5 W if individual MPPT can be achieved. This higher value is about 1.45 times of the one before. Thus, individual MPPT control in each PV module is required to increase the efficiency of the PV system.

In a three-phase grid-connected PV system, a PV mismatch may cause more problems. Aside from decreasing the overall efficiency, this could even introduce unbalanced power supplied to the three-phase grid-connected system. If there are PV mismatches between phases, the input power of each phase would be different. Since the grid voltage is balanced, this difference in input power will cause unbalanced current to the grid, which is not allowed by grid standards. For example, to unbalance the current per phase more than 10% is not allowed for some utilities, where the percentage imbalance is calculated by taking the maximum deviation from the average current and dividing it by the average current.
To solve the PV mismatch issue, a control scheme with individual MPPT control and modulation compensation is proposed. The details of the control scheme will be discussed in the next section.

IV. CONTROL SCHEME

A. Distributed MPPT Control

In order to eliminate the adverse effect of the mismatches and increase the efficiency of the PV system, the PV modules need to operate at different voltages to improve the utilization per PV module. The separate dc links in the cascaded H-bridge multilevel inverter make independent voltage control possible. To realize individual MPPT control in each PV module, the control scheme proposed is updated for this application. The distributed MPPT control of the three-phase cascaded H-bridge inverter is shown in Fig.2. In each H-bridge module, an MPPT controller is added to generate the dc-link voltage reference. Each dc-link voltage is compared to the corresponding voltage reference, and the sum of all errors is controlled through a total voltage controller that determines the current reference $I_{\text{ref}}$. The reactive current reference $I_{\text{qref}}$ can be set to zero, or if reactive power compensation is required, $I_{\text{qref}}$ can also be given by a reactive current calculator. The synchronous reference frame phase-locked loop (PLL) has been used to find the phase angle of the grid voltage. As the classic control scheme in three-phase systems, the grid currents in abc coordinates are converted to dq coordinates and regulated through proportional–integral (PI) controllers to generate the modulation index in the dq coordinates, which is then converted back to three phases.

The distributed MPPT control scheme for the single-phase system is nearly the same. The total voltage controller gives the magnitude of the active current reference, and a PLL provides the frequency and phase angle of the active current reference. The current loop then gives the modulation index.

To make each PV module operate at its own MPP, take phase $a$ as an example; the voltages $V_{\text{dc}2}$ to $V_{\text{dc}n}$ are controlled individually through $n-1$ loops. Each voltage controller gives the modulation index proportion of one H-bridge module in phase $a$. After multiplied by the modulation index of phase $a$, $n-1$ modulation indices can be obtained. Also, the modulation index for the first H-bridge can be obtained by subtraction. The control schemes in phases $b$ and $c$ are almost the same. The only difference is that all dc-link voltages are regulated through PI controllers, and $n$ modulation index proportions are obtained for each phase.
subtraction. For single-phase systems, \( N = n \), and for three-phase systems, \( N = 3n \), where \( n \) is the number of H-bridge modules per phase. The reason is that \( N \) voltage loops are necessary to manage different voltage levels on \( N \) H-bridges, and one is the total voltage loop, which gives the current reference. So, only \( N - 1 \) modulation indices can be determined by the last \( N - 1 \) voltage loops, and one modulation index has to be obtained by subtraction.

Many MPPT methods have been developed and implemented. The incremental conductance method has been used in this paper. It lends itself well to digital control, which can easily keep track of previous values of voltage and current and make all decisions.

B. Modulation Compensation

As mentioned earlier, a PV mismatch may cause more problems to a three-phase modular cascaded H-bridge multilevel PV inverter. With the individual MPPT control in each H-bridge module, the input solar power of each phase would be different, which introduces unbalanced current to the grid. To solve the issue, a zero sequence voltage can be imposed upon the phase legs in order to affect the current flowing into each phase. If the updated inverter output phase voltage is proportional to the unbalanced power, the current will be balanced. Thus, the modulation compensation block, as shown in Fig. 3, is added to the control system of three-phase modular cascaded multilevel PV inverters. The key is how to update the modulation index of each phase without increasing the complexity of the control system.

First, the unbalanced power is weighted by ratio \( r_j \), which is calculated as

\[
 r_j = \frac{P_{\text{inav}}}{P_{\text{inj}}} \tag{1}
\]

Where \( P_{\text{inj}} \) is the input power of phase \( j (j = a, b, c) \), and \( P_{\text{inav}} \) is the average input power.

Then, the injected zero sequence modulation index can be generated as

\[
d_j = \frac{1}{2} \left[ \min(r_a \cdot d_a, r_b \cdot d_b, r_c \cdot d_c) + \max(r_a \cdot d_a, r_b \cdot d_b, r_c \cdot d_c) \right] + \max[r_a \cdot d_a, r_b \cdot d_b, r_c \cdot d_c] \tag{2}
\]

Where \( d_j \) is the modulation index of phase \( j (j = a, b, c) \) and is determined by the current loop controller.

The modulation index of each phase is updated by

\[
d_j' = d_j - d_0 \tag{3}
\]

Only simple calculations are needed in the scheme, which will not increase the complexity of the control system. An example is presented to show the modulation compensation scheme more clearly. Assume that the input power of each phase is unequal

\[
P_{\text{ina}} = 0.8 \quad P_{\text{inb}} = 1 \quad P_{\text{inc}} = 1 \quad P_{\text{inj}} = 1 \tag{4}
\]

V. FUZZY LOGIC CONTROL

L. A. Zadeh presented the first paper on fuzzy set theory in 1965. Since then, a new language was developed to describe the fuzzy properties of reality, which are very difficult and sometime even impossible to be described using conventional methods. Fuzzy set theory has been widely used in the control area with some application to power system [5]. A simple fuzzy logic control is built up by a group of rules based on the human knowledge of system behavior. Matlab/Simulink simulation model is built to study the dynamic behavior of converter. Matlab/Simulink simulation model is built to study the dynamic behavior of converter. Matlab/Simulink simulation model is built to study the dynamic behavior of converter. Furthermore, design of fuzzy logic controller can provide desirable both small signal and large signal dynamic performance at same time, which is not possible with linear control technique. Thus, fuzzy logic controller has been potential ability to improve the robustness of compensator.

The basic scheme of a fuzzy logic controller is shown in Fig 4 and consists of four principal components such as: a fuzzification interface, which converts input data into suitable linguistic values; a knowledge base, which consists of a data base with the necessary linguistic definitions and the control rule set; a decision-making logic which, simulating a human decision process, infer the fuzzy control action from the knowledge of the
control rules and linguistic variable definitions; a de-fuzzification interface which yields non-fuzzy control action from an inferred fuzzy control action [10].

![Block diagram of the Fuzzy Logic Controller (FLC) for Proposed Converter.](image)

**Table II**

<table>
<thead>
<tr>
<th>Change in error</th>
<th>NL</th>
<th>NM</th>
<th>NS</th>
<th>EZ</th>
<th>PS</th>
<th>PM</th>
<th>PL</th>
</tr>
</thead>
<tbody>
<tr>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NS</td>
<td>NL</td>
</tr>
<tr>
<td>NM</td>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NL</td>
<td>NS</td>
<td>EZ</td>
<td>NM</td>
</tr>
<tr>
<td>NS</td>
<td>NL</td>
<td>NL</td>
<td>NM</td>
<td>NS</td>
<td>EZ</td>
<td>PS</td>
<td>NS</td>
</tr>
<tr>
<td>EZ</td>
<td>NL</td>
<td>NM</td>
<td>NS</td>
<td>EZ</td>
<td>PS</td>
<td>PM</td>
<td>EZ</td>
</tr>
<tr>
<td>PS</td>
<td>NM</td>
<td>NS</td>
<td>EZ</td>
<td>PS</td>
<td>PM</td>
<td>PL</td>
<td>PS</td>
</tr>
<tr>
<td>PM</td>
<td>NS</td>
<td>EZ</td>
<td>PS</td>
<td>PM</td>
<td>PL</td>
<td>PL</td>
<td>PM</td>
</tr>
<tr>
<td>PL</td>
<td>EZ</td>
<td>PS</td>
<td>PM</td>
<td>PL</td>
<td>PL</td>
<td>PL</td>
<td>PL</td>
</tr>
</tbody>
</table>

**VI. MATLAB/SIMULATION RESULTS**

![Matlab/Simulation model of the modular cascaded H-bridge multilevel inverter for grid-connected PV systems.](image)

(a)
Fig. 9. DC-link voltages of phase a with distributed MPPT (T = 25 °C).
(a) DC-link voltage of modules 1. (b) DC-link voltage of module 2.
(c) DC-link voltage of module 2.

Fig. 10. PV currents of phase a with distributed MPPT (T = 25 °C).

Fig. 11. DC-link voltages of phase b with distributed MPPT (T = 25 °C).

Fig. 12. Power extracted from PV panels with distributed MPPT.

Fig. 13. Modulation indices before and after modulation compensation.
VI. CONCLUSION
An optimal operation of a grid connected photovoltaic system was presented in this paper. It is based on fuzzy logic theory, where the MPPT is integrated in the inverter control. A fast and steady fuzzy logic MPPT controller is used, it adjust appropriately the optimal increment’s magnitude of voltage required for reached the optimum operating voltage. The multilevel inverter topology will enhance the use of connected PV modules if the voltages of the different dc connections are controlled autonomously. For the three phase grid-connected PV...
system, PV crisscrosses may present lopsided supplied power, bringing about unequal infused system current. With the proposed control conspire; each PV module can be worked at its own particular MPP to augment the solar energy extraction, and the three-phase system current is adjusted even with the unequal supplied solar based power. And finally by observing the THD values this system gives better performance when fuzzy controller was used. The power extracted from the PV array increased by the fuzzy based MPPT which develop the system performance in varying weather condition.

REFERENCES

AUTHORS PROFILE

D.V.Sasidhar was born in the year 1992.He obtained B.Tech degree in Electrical and Electronics Engineering from Andhra Loyola institute of engineering & technology Presently he is pursuing M.Tech (PS) in BVC institute of science & technology.

K.V.V.Satyanarayana was born in the year 1985. He obtained B.Tech degree in Electrical and Electronics Engineering from Kakinada institute of engineering & technology (kiet) He has Completed M.Tech in BVC institute of science and technology odalarevu presently he is working as an Asst. professor in BVC institute of science and technology.